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Responses to PPI’s 1-38  

 

Count  

 

Reference 

Question 

 

Government Response  

 
Page/

Dwg  

 

Section Paragraph 

1   Part 3 
4.2 - All 

buildings 

A significant number of buildings listed 

in the Table of Contents for Part 6 do 

not have any as-built or survey 

information provided.  Without better 

as-builts, it will be extremely difficult to 

price a significant portion of the project 

scope.  Please provide all available as-

builts. 

See Amendment Continuation 

Sheet 

2   

Part 3 - 

Buildin

g T111 

4.2 

A significant portion of the building 

scopes listed in sections 4.2 lack 

sufficient information to accurately 

price.  Once such example is building 

T111; per the building SOW (HVAC 

Issue 001), the contractor is to install a 

bypass duct around an existing HRU.  

There is no information in the RFP 

indicating the existing duct sizes and 

configuration.  It is not clear if the 

bypass can be installed without 

relocating existing equipment or what 

size the duct needs to be (or whether 

sufficient space is actaully available to 

perform this work).  Another example is 

HVAC Issue 002 on building T111; the 

SOW says to repair a 1000 CFM AHU 

that is not functioning properly.  No 

other information is provided, so the 

only safe way to price this work is to 

replace the unit regardless whether this 

is actually necessary to restore the unit 

to proper function.  There are many 

similar aspects of the SOW that are also 

unclear and therefore difficult to price.  

Please provide as-built drawings or 

clarify scope if as-builts are unavailable. 

See Amendment Continuation 

Sheet and Amendment 2 

3 

245 

of 

701 

Part 3 - 

Buildin

g 3144 

4.2 

Per paragraph, "New HVAC System", 

an existing Multi-zone system is to be 

replaced with a 4-pipe (chiller/boiler) 

VAV system.  Please clarify if HVAC 

load calculations are to be performed to 

size the new HVAC equipment or if the 

replacement equipment sizing is to be 

based on the capacity of the systems to 

be replaced. 

See Amendment Continuation 

Sheet 
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4 
25 0f 

701 

01 20 

00.05 

20 

1.3.8 

The Concept Design Workshop is to be 

a minimum of 10 days at an off site 

Conference Room. To determine a size 

for the room, how many Government 

employees should be anticipated? 

See Amendment Continuation 

Sheet 

5 
27 of 

701 

01 20 

00.05 

20 

1.3.8.2 b. (5) 

For the 10 day CDW, the RFP states to 

provide 30 copies of at least 3 alternate 

Design Concepts including drawings. 

Can these copies be on 8 1/2 x 11 

pages?  

See Amendment Continuation 

Sheet 

6 
27 of 

701 

01 20 

00.05 

20 

1.3.8 

Will the Facilitator be needed for the 

entire 10 days of the CDW? Bid Per RFP Documents 

7 

169 

of 

701 

01 57 

19.00 

20 

3.3.2.1 

States Dumpsters are to be emptied at a 

minimum of once per week or as 

needed. Will this be a requirement if 

dumpsters are not full? 

Bid Per RFP Documents 

8 206 Part 3 SOW 

Are there HVAC drawings and 

equipment schedules available for all of 

the buildings? 

See Amendment Continuation 

Sheet 

9 

217, 

234, 

252, 

292, 

327, 

377, 

426, 

445 

Part 3 6.0, D3040 

D3040, chilled water & hot water 

distribution systems states to replace 

pumps if not compatible with VFD, then 

states to replace all motors.  Is the entire 

pump to be replaced or only the motor? 

See Amendment Continuation 

Sheet 

10 245 Part 3 4.2 

3144 New HVAC System: Are all 3 

multi-zone units located in mechanical 

mezzanine? Remove fan coil units,How 

many and where are they located, are 

these same as the multi-zone units? 

Remove existing ductwork, please 

define limits, from units to where, what 

size, how long? Provide new chilled 

water piping from where to where? One 

of the units in mezzine was refrigerant 

coil, not chilled water. Is this unit being 

replaced and needs chilled water? Need 

to quantify scope.  

See Amendment Continuation 

Sheet and Amendment 2 

11 

264 

& 

265 

Part 3 4.2 

3147 HVAC Scope table states to 

"Repair/Replace" for various equipment 

or components. Site visit could nto 

determine if repair is possible.  Shall 

these scope items be priced to 

"Replace"? 

See Amendment Continuation 

Sheet 

12 272 Part 3 6.0, D3040 

3144 D3040 Air Handling units 

paragraph states "Provide central 

station, split system or constant volume 

air handling units." Paragraph 4.2 does 

not mention any replacment of air 

handling units.  Does this apply? If so, 

See Amendment Continuation 

Sheet 
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how many units? 

13 283 Part 3 4.2 

3607 HVAC Scope Table Item 001,  

Relocate AHU-5.  Scope does not define 

where to relocate. How far does it need 

to relocate? Is it within the same space?  

Bid Per RFP Documents 

14 304 Part 3 4.2 

3808 HVAC Scope Table Item 007,  

Provide dehumidification load for 

determining size of dehumidifier 

required. 

See Amendment Continuation 

Sheet  

15 310 Part 3 6.0, D3050 

3808 D3050 ,  Provide dehumidification 

load for determining size of 

dehumidifiers required. 

See Amendment Continuation 

Sheet  

16 338 Part 3 4.2 

T111 HVAC Scope Table Item 003, 

During site visit a server rack was 

located in an office space and was stated 

that this is the only IT server.  Please 

confirm (2) IT rooms exist and that (2) 

3-ton split systems are required.  

See Amendment Continuation 

Sheet  

17 344 Part 3 6.0, D3040 

3144 D3040 Air Handling units 

paragraph states "Provide constant 

volume air handler." Paragraph 4.2 does 

not mention any replacement or new air 

handling units beyond the split system.  

Does this apply?  

See Amendment Continuation 

Sheet 

18 344 Part 3 6.0, D3050 

3144 D3050 Fan coil units; Paragraph 

4.2 does not mention any replacement 

or new fan coil units. Does this apply?  

See Amendment Continuation 

Sheet 

19 370 Part 3 4.2 

3854 HVAC Scope Table Items 009-

012,  decribe repairs to RTU-1, Item 

013 states to replace entire unit.  Is the 

scope to replace entire RTU-1 or coils 

per Item 011? 

Bid Per RFP Documents 

20 371 Part 3 4.2 

3855 HVAC Scope Table Items 016,  

How many VAVs? Balacing report 

provided in Amendment 0002 does not 

provide VAV balancing data to 

quantify. 

Bid Per RFP Documents 

21 389 Part 3 4.2 

3814 HVAC Scope Table Item 005,  

Relocate AHU-1.  Scope does not define 

where to relocate. How far does it need 

to relocate? Is it within the same space?  

Bid Per RFP Documents 

22 422 Part 3 4.2 

3603 Steam System Repairs Scope 

Table Item 002,  Is 2-stage PRV to 

replace 1-stage PRV?  What is the 

steam load to size PRV? 

See Amendment Continuation 

Sheet 
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23 438 Part 3 4.2 

3604 Steam System Repairs Scope 

Table Item 002,  Is 2-stage PRV to 

replace 1-stage PRV?  What is the 

steam load to size PRV? 

See Amendment Continuation 

Sheet 

24 445 Part 3 6.0, D3040 

3604 D3040 Air Handling units 

paragraph states "Provide central station 

air handller." Paragraph 4.2 does not 

mention any replacment of air handling 

units.  Does this apply? If so, how many 

units? 

See Amendment Continuation 

Sheet 

25 445 Part 3 6.0, D3030 

3560 D3030 Direct expansion systems,  

Does this apply? If so, define scope as to 

what areas served, how many. 

See Amendment Continuation 

Sheet 

26   Part 3 B-4.3.4 

Referenced UFC 4-010-01 Standard 18 

(B-4.3.4) states the following:  Where 

air handling equipment in heating, 

ventilating, and air conditioning 

systems is being replaced or when they 

are being upgraded, all provisions of 

Standard 18 will be applied to the 

building in which the new HVAC system 

is being installed.      

See Amendment Continuation 

Sheet 

27       

How many existing Outside Air Intakes, 

Relief Air, and Exhaust Openings need 

to be replaced with low leakage 

dampers?  Scope of work does not 

address this item, however UFC 4-010-

01 implies low leakage damper 

requirement for all HVAC systems, if 

any HVAC is being upgraded.      

See Amendment Continuation 

Sheet 

28       

Please specify quantity of dampers for 

each building where UFC 4-010-01 

requirement is specified.   

See Amendment Continuation 

Sheet 

29       
Please provide damper sizing 

information. 

See Amendment Continuation 

Sheet 

30 

245 

OF 

701 

4.2   

Under "Insulation/Piping Repairs" Item 

1 states that the Insulation is for the 

ceiling in the title but the description 

states it is "on the bottom of the existing 

roof". Please clarify which it is. At the 

site visit, it appeared the roof was on 

metal deck with no insulation below it. 

See Amendment Continuation 

Sheet 

31 

245 

OF 

701 

4.2   

The "Project Scope" does not mention 

lighting for Building 3144. In the 

Engineering System Requirements 

under D50, it specifically states 

"Retrofit existing fluorescent lighting 

system with LED lighting including 

switches, automatic controls, 

occupancy sensors, and automatic 

lighting shutoff capability." Please 

clarify if the lighting system listed is 

See Amendment Continuation 

Sheet 
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required.  

32 

257 

of 

701 

and 

314 

of 

701 

D 5020   

For Buildinds 3144 and 3808 Section 

D5020 Lighting and Branch Wiring, we 

have the following questions: 
See Amendment Continuation 

Sheet 

33       

A: States to "retrofit existing flourescent 

lighting system with LED lighting 

including swithches, controls and 

sensors. The scope of work does not 

give descriptions or clarifications of 

these items. Can quantities be given for 

each item? 

See Amendment Continuation 

Sheet 

34       

B: States Contractor shall install 

lighting control and monitoring for 

existing circuits. Lighting control 

system shall be compatible with existing 

BAS system by Automated Logic and 

utilize compatible 

controllers. Lighting control shall be 

installed and programmed to measure 

power usage, operate 

on/off based on timeclock setbacks and 

have integrated occupancy sensors for 

occupant overrides. Please provide 

drawings showing the existing lighting. 

Are the controls existing or to be added? 

How many areas need to be measured 

for power usage? How many timeclocks 

and locations? How many coccupancy 

sensors and what locations? 

See Amendment Continuation 

Sheet 

35       

C: States to provide dedicated power 

connections to all office equipment such 

as printers, faxes, plotters and 

shredders. Please give locations for 

these items and the number of items that 

need dedicated power connections.  

See Amendment Continuation 

Sheet 

36       

In Part 3, there are items in the 

"Engineering Reuirements" that are not 

listed in the "Scope of Work". Please 

clarify if we are to quote on those items. 

See Amendment Continuation 

Sheet 
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37       

Are there special security requirements 

in any of the buildings that may require 

escorts or a long lead time for access to 

the building or areas in some buildings? 

See Amendment Continuation 

Sheet 

38       

Building 3016 for the VAV boxes says 

"several VAV's are offline. Diagnose 

and repair. Should we just replace? How 

many are several? 

Bid Per RFP Documents - 

Question Should be for 

Building 3854, not Building 

3016 

 
 

Updated Specifications 

PART 2 – GENERAL REQUIREMENTS 

 

Section 01 20 00.05 20; Para 1.3.8 – Concept Design Workshop (CDW) 

Add the following sentence to this section:  The contractor shall assume 20 Government personnel will be in 

attendance at the CDW. 

 

Section 01 20 00.05 20; Para 1.3.8.2.b. (5) 

Add the following sentence to this section:  8 ½ x 11 copies of the concept drawings are acceptable only if the 

concept drawings are clear and legible. 

 

PART 3 – STATEMENT OF WORK/PROJECT PROGRAM 

 

Pages – 217, 234, 252, 292, 327, 377, 426 & 445 - D3040 DISTRIBUTION SYSTEMS - Chilled Water and 

Hot Water Distribution Systems 

In the first paragraph, delete the following sentence. “Replace pumps as necessary if not compatible with VFDs.” 

 

Building 3144 – Page 245 – New HVAC System 

Add the following sentence to the end of the paragraph. – The contractor shall provide load calculations to size the 

new HVAC system. 

 

Building 3144 – Page 245 – Insulation/Piping Repairs; Insulation - Ceiling 

Add the following sentence to the beginning of this section. – The building has incomplete ceiling insulation and 

no vapor barrier.  The drop in ceiling tiles are the only separation between the space and the open to atmosphere 

attic. 

 

Building 3147 – Page 264 & 265 – HVAC Scope Table – “Scope” Column 

In every instance of “Repair/Replace” delete the word “Repair” 

 

Building T111 – Page 338 – HVAC Scope Table Item003 – “Scope” Column 

Add the following:  There are two IT rooms (205 & 317).  Two 3-ton split systems are required. 

 

Chapter 6 – Engineering Systems Requirements - Every Instance 

Insert the following after 6.0 – Engineering System Requirements: 

Scope is defined in Chapter 4.  Chapter 6 defines scope of how work is to be executed.  If Chapter 4 does not 

include scope for a specific item, then ignore any mention of it in Chapter 6. 

     

PART - 6 ATTACHMENTS 

Insert PDF Document Titled – “JEB Little Creek Building Access Issues” in Part 6 Attachments – Refer to this 

document only for buildings applicable to the scope of this RFP. 
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Insert provided As-Built Drawings at the end of Part 6 Attachments 

 

Retrieval Instructions As-Built Drawings for Amendment 0003 

The as-built drawings will be provided on CD-ROM to the MACC prime contractors only. The drawings 

will not be posted on NECO. Only one CD-ROM will be provided per MACC contractor. The CD-ROM may 

be picked up in person (see Proposal Delivery Information within the General Requirements for pick up 

address) or mailed to the MACC prime contractor. If mail delivery is preferred, please send the request 

providing a FedEx account number, the delivery address and point of contact information via email to 

melinda.crawley@navy.mil.  

 

 

mailto:melinda.crawley@navy.mil

